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2" GALV. OR
BRASS NIPPLE
18"-24" LONG SWING JOINT

2" GATE VALVE

TABLE "A"
MAIN BLOW--OFF
DIAMETER DIAMETER
<12" 2" MINIMUM
>12" 4" MINIMUM

NOTES:

1. BLOWOFFS SHALL BE INSTALLED 1" FROM THE END OF THE MAIN.

USE ONLY BRASS
NIPPLES AND FITTINGS

2" TAPPING SADDLE
DOUBLE STRAP,

(ROCKWELL TYPE 313
OR APPRVD. EQUAL)

2. (5/8-) GRAVEL SHALL BE USED AS BEDDING AROUND THE SERVICE.

3. ALL PIPING UPSTREAM OF THE 2" GATE VALVE SHALL BE TYPE K

COPPER OR BRASS
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